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YEHORANDUM POR:  Deputy Director of Security (PTE0S)

SUBJECT: Safety { |
REPERENCE ;s Pire amd Safety Survey -

dated

25X1 [ ]Safety officer, and
Security Gfficer, NPIC

50 June through 10 July 1969,] |

1. 1 have read the Fire and Safety Survey |
i hasei on an irnspection eof the huilding in July 196G by | |
‘ ars for the

25X | | I commend those two effic

of their report.

for us to solve, As you lnow, we have some

thoroughness of their inspection and the clarity and usefulness

Z. NPIC's response to that Survey is sattached. In SuEBmMary,
wo have corrected some situations, are procceding to correct

others, and are secking ways to cope with a few which are difficult

difficult safoty

problems psculiar to the nature of cur business and to conditions

of and in this building.

3. In addition, I have met with the chiefs of the principal
NPIC components to review cur in-house safety inspection and
maintenance procedures, I have issued instructions to initiate
(and I shall monitor) the following procedures:

a. Safety items will be logged on a daily basis by
our Security Branch Duty Officers as part of their daily

The resulting

Security/Safety tours 0f|
Igtings will be known as the Dally Sa

fety Log.

b. Each major coamponent in|

|wi11 designate

; & Senior Safety Officer responsible for the initistion of

ronediel actions surfaced in the Daily

Safety Log,

; ¢, <cChief, Support Services Division will monitor the
! completion of remedial actions undertaken under 3b, above,
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SUBJECT: Safoty -

d. A new NPIC Notice covering revised NPIC safety
practices will be issued.

4, Incidentally, I am still pexplexed by the recommendations
to install autometic water sprinkler systens in all areas of the
building without regard to the nature, replaceability or cost of
the equipment housed in each ares. My confusion on this subject
1s compounded by the seemingly uneven application of this require-
ment throughout the Agency, particularly in aress housing highly
teckhnical equipment, the conflicting advice of suppliers and
consultants, and the wides range of solutions, or non-scluticons,
applied by commercial firms throughout the country.

5. There are areas in |that obviousiy s!ould
return to the sprinkler syster and we are prepared to take these
actions. In other locations we ars skeptical that water is the
best solution te our problem keeping in mind a concurrent wensge-
ment responsibility to stay operational, Therefore, we 2re develop.
ing an WPIC viow on 2ach of the avress in question and we will be
secking from you a better spread of availsble options., You will
be hearing more froz us on this subject.

G« Again, my thanks teJ I ro-
quest that another thorough nspection boe made in 1970 by those
officers or officers of like caliber from your Office,

Executive Director
Rational Photographic Interprestation Center
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